This study aimed to: examine the total power loss of the primary distribution system and the impact of the capacitor bank and express feeder allocation to corrective voltage level on the primary distribution system. Therefore, a case study was taken in the primary distribution of the PLTD (diesel generation) Kelapa Lima Merauke then using Electrical Transient and Analysis Program (ETAP) simulation models to make power flow analyzing. The datas needed is one-line diagram, nominal voltage, generator rating, bus, transformer and transmission / distribution. The results obtained are normal loading power losses of 0.014 MW, voltage level for Feeder of Kota Satu was still stable because in cover range of voltage drop ± 5 %. The other side, corrective voltage level for Feeder of Merkuri from 17.65 kV to 17.75 kV after capasitor bank in amount of 134 kVAr allocated, drop voltage decreased from 13.31 % to 11.25 %, but it still unstable because out of cover range of voltage drop. For that, after using express feeder can be correct voltage level for feeder of Merkuri from 17.65 kV to 19.39 kV or drop voltage decreased from 13.31 % to 3.05 %. Therefore, using express feeder on Merkuri feeder better than capacitor bank allocation.
INTRODUCTION
The existing electric power system is expected to be a reliable and high-quality system related to the supply of electrical energy. To determine the technical condition of the electrical system, it is necessary to analyze the electrical power system components which include the generator, transmission line, and load installed [1] . Power flow calculation method is a method that can be used in power system analysis to determine the magnitude of the parameter values in each system bus which includes voltage, power, current, and magnitude of the phase angle [2] . One method used in completing power flow calculations is the Newton -Raphson method [3] . Manually analyzing the power flow for an electric power system is very complicated, therefore calculations should be carried out using a computer program [4] . Network analysis, namely: short circuit, arc flash, load flow and motors acceleration can be calculated by ETAP, then layout of ETAP workspace shown in Figure 1 .
ETAP (Electrical Transient and Analysis Program) is one of the computer programs used to calculate power flow studies in electric power systems. The ETAP program can be used for large power systems and requires very complex calculations. This device is able to work offline for electric power simulations, online for real-time data management or used to control the system in real-time. ETAP can be used to create a power system project in single line diagram models [5] . Network analysis, namely: short circuit, arc flash, load flow and motors acceleration can be calculated by ETAP, then layout of ETAP workspace shown in Figure 1 .
Generally, in the distribution system there are several feeders which then form a network configuration, such as: radial, spindle, grid and loop shape. In a certain area besides the main feeder there is also an express feeder. Some feeders cover area close to substation and express feeder serve areas farther from substation [6] . Commonly, primary distribution system in Indonesia has voltage levels are between 20 and 30 kV then secondary distribution system are between 220 V and 380 V [7] . It is influenced by the distance between area of the substation and the load served, causing an increase in voltage drop at the ends of the feeder [8] . Alternative actions used to overcome the voltage drop can be; placement of capacitor banks [9] or by adding an express feeder to the main feeder.
MATERIALS AND METHOD

Retrieve data and layout of primary distribution feeder
The data needed includes all components of the electrical equipment installed in the distribution system along with data on all feeder installed starting from the power station to the consumer / load, such as [10] : generator data, electrical transformer data, electrical bus data, cable data, and electrical load data. For more details can be seen on Figure 2 .
Using electrical transient and analysis program (ETAP)
ETAP Power Station makes it possible to work directly with single line diagram of distribution system. The advantage of using ETAP is ETAP can accurately describe the real condition in the field so that it can anticipate changes in load characteristics at any time. In addition, with a simple graphical interface, ETAP is easy to operate and with a short time can get the analysis results needed. Network analysis, namely: short circuit, arc flash, load flow and motors acceleration can be calculated by ETAP [11] .
Power flow analysis of distribution system by using simulation of ETAP
Simulation is an approaching process of something real along with the state of affairs [12] . Power flow simulation [13] is carried out on two conditions, namely: the existing condition of the distribution system and the conditions after the addition of express feeder [14] and capacitor bank [15] . The main electricity indicator that is considered for both conditions is voltage level. Besides this, it will also be known the magnitude of the active and reactive power flow along the primary distribution system [16] . There are several operation voltages level, which are 0.4 kV and 6.3 kV. Where the voltage of 0.4 kV and 6.3 kV is the output voltage of the generator which is then raised through a step up transformer to a voltage of 20 kV as a distribution voltage which is then lowered to voltage 380/220 by distribution transformers to transmitted or used by consumers [18] .
Simulation performances using ETAP of electrical distribution system at PLTD (diesel generation) Kelapa Lima Merauke, depend on [19] : (1) Generator data: the information needed to enter data in generators in the ETAP 12 program is the transformer rating (MW/kW) or the maximum active power generation capacity that the generator can provide, the maximum generator voltage (kV) and power factor. 
RESULT AND DISCUSSION
The results of power flow analysis under normal conditions beyond the peak load time at 22.00 WIT -18.00 WIT is when the load is 0.97 MW and all existing plants operate. The results of the voltage level from the analysis of the PLTD Kelapa Lima using ETAP when the system is normal are found in Table 1 . Results of each bus on the power flow analysis in the distribution system in feeders Kota 1 obtained are stable because they are still in the range of ± 5 %, as shown on Table  1 . And the operating limits of the voltage level generation at 0.4 kV are 0.002 kV. Then the reduction in the allowed voltage is 5 % with a value of 0.38 kV and a voltage increase of 5 % with a value of 0.402 kV. Active power and reactive power generated are 0.921 MW and 0.725 MVAr, respectively. The results of the calculation of the total active load and reactive load are 0.907 MW and 0.680 MVAr and the total line power loss of 0.014 MW and 0.045 MVAr was obtained. The results above, according to the simulation as shown in Figure 4 . The voltage level based on power flow analysis simulation of feeder merkury before using ekspress feeder or capacitor bank are 17,65 kV. It means drop voltage was 13,31 % out of cover range ± 5 % or it can be categorized as a condition that the mercury feeder is unstable. After capacitor bank allocated of 134 kVAr allocated, drop voltage decreased from 13,31 % (17,65 kV) to 11,25 % 17,75 kV), but it still unstable because out of cover range of voltage drop. At last, using ekpress feeder at feeder merkury obtained voltage level was 19,39 kV or drop voltage decreased from 13,31 % to 3,05 % and that case feeder merkury in stable condition. Comparison voltage level corrective using ekspress feeder and capacitor bank, shown on Figure 5 . 
CONCLUSIONS
Based on the research and the results of the simulation using ETAP 12.0, the following conclusions are obtained:
(1) Total power losses of distribution system at PLTD Kelapa Lima Merauke were 0.014 MW. (2) The operating voltage level on feeder Kota I under normal conditions is still in a stable condition and does not endanger the overall distribution system operation. (3) Voltage level can be corrected more effective by using Ekspress feeder than Capasitor bank allocated.
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